Data Shamal Building: Floor: 15 Date 07/16/04
Collected Taylor Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room Room Room Rom Room Room Room Room Room Room Room Room
15129 15115 15871A 15828 15876 15603 15129 15115 15871A 15828 15876 15603
Time 08:35 08:42 08:45 08:49 08:50 08:53 12:35 12:39 12:42 12:45 12:49 12:52
Temperature 76.6| 734]  73.0 73.8 759 743| 75.9 73.9 72.7 73.9 75.9 72.1
Relative 41.6 43.1 455 422 39.6 38.1 44.6 43.7 46.5 71.7 38.9 39.9
Humidity
Carbon 402 425(428 480 468 532 532 550 532 593 600 616
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-3-15- MEA-3-| MEA-3-
01 15-02 15-03
Results in 35 106 12
CFU/m3
Notes
Data Sahmal Building: Floor: 14 Date 07/16/04
Collected Taylor Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room Room
14400 14836 14112 14239 14341 14142 14840 14716 14400 14836 14112 14239 14341 14142 14840 14716
Time 09:02 09:05 09:08 09:15 09:17 09:19 09:23 09:30 12:58 01:01 01:04 01:08 01:11 01:14 01:18 01:21
Temperaturel 72.9| 74.3| 73.8| 7249| 7247| 74.7| 7448| 74.8| 72.1| 74.1| 73.9 | 72.9| 71.6| 73.9| 74.3| 73.8|
Relative 46.6 45.7 45.1 46.4 46.9 45.36 442 44.1 47.8 46.3 44.6 46.2 46.6 45.7 45.8 44.7
Humidity
Carbon 516 483 518 528 551 542 524 561 641 622 654 639 647 647 678 616
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-3-14-| MEA-3-( MEA-3-| MEA-3-
01 14-02 14-03 | 14-04
Results in 24 12 12 24
CFU/m3

Notes
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